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George Crockett Academy
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
George Crockett Academy, 4851 14t St., Detroit, M1, on May 18t%, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Michael
Jackson, school leader, on May 6t, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

Uuo2A

Michael Etters onica Starks, CIEC
Field Scientist rincipal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody

17800 Woodward Ave Suite 200
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Laboratory ID: 0055 National Testing Laboratories, Lid
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax; (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 366483
512712016
Customer:  G. S. Group Source: Crockett Academy, DC-01-KC-01-P
Monica Starks . .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M1 48203

Date/Time Received:  5/20/2016 14:25
Collectad by: M. Etlers
The resulls herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the bedy of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any "Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Qualiy.

*ND* This contaminant was not detected at or above our lower reporting limit (LRL)
UNA" Not Analyzed
"Standard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  Level  DF DalefTime _ Date  Dateffme

, ‘  Detected = Sampled  Prepped  Analyzed
Inorganic Analytes - Metals
mg/l. .

OSR  e e

These test results may be used for compliance purpose as required.

\nalyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355483 Lead Only Date Printed: 5/27/2016 7:54:28 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356484
512712016
Customer:  G. S. Group Source: Crockett Academy, DC-01-KC-01-F
Monica Starks . .
17800 Woodward Ave Source City: Detroit
#200 Source State: M)

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform to TNI and ISOIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the lest results are available upon request. All Dates and Times are reporied as U.S. Eastern Time.
t.egend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting fimit (LRL)
"NAY Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standard  Units IRL  level DF DatefTime Date  DalelTime

Deteced ~  Sampled  Prepped  Analyzed

Inorganic Analytas Metals
00 tesd | a6 o g 0001 WD

These test results may be used for compliance purpose as required.

lyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 355484 Lead Only Date Printed: 5/27/2016 7:54:28 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355485
512712016
Customer:  G. S. Group Source: Crockett Academy, DC-01-WC-02-P
Monica Slarks )
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Mi 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The results herein conform {o TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriainty of the test results are available upon request. Alf Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an astensk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“"DF" This column indicates the contaminant dilution factor. ’
Report Notes:
Fedid# Contaminant Method Standard  Units LRL  Level os _Daeffme  Date  DatefTime

 Detected ~  Sampled  Prepped  Analyzed

Inorganic Analytes - Metails

bi2bote

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 355485 Lead Only Date Prinled: 8/27/2016 7:54:28 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 355486
512712016
Customer:  G. S. Group Source:  Crockelt Academy, DC-01-WG-02-F
Monica Starks . '
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, M| 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etters
The resulls herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the bady of the report. The
uncertainty of the test results are available upon request, All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND” This confaminant was not detected at or above our lower reporting fimit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.
"DE* This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL Level DF  DatelTime Dats  DatelTime

Detected  Sampled = Prepped  Analyzed

1030 desd = . g06e Gois

. s

These test results may be used for compliance purpose as required.

alyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wrilten approval of National Tesling Laboratories, Ltd.
Page 1 of 1 355486 Lead Only Date Printed: 5/27/2016 7:54:28 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356487
512712016
Customer:  G.S. Group Source: Crockett Academy, DC-01-CF-03-P
Monica Starks
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, MI 48203

DatefTime Received:  5/20/2016 14:25
Collscted by: M. Etters
The results herein conform to TN and ISOMIEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (") indicates that the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicales either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can delect a contaminant.
"DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Standard  Units LRL  level  DF DatefTme  Date  DatefTime

k  Detedted  Sampled = Prepped  Analyzed
inorganic Analytes - Metals
00 Lead  abe ot mol 000

| spspots

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the wiitten approval of Nalional Testing Laboralories, Lid.
Page 1 of 1 355487 Lead Only Date Pninted: 5/27/2016 7:54:29 AM



Laboratory ID: 0055 National Testing Laboratories, Ltd
5§66 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356488
512712016
Customer:  G. S. Group Source: Crockett Academy, DC-01-CF-03-F
Monica Starks .
17800 Woodward Ave Source City: Detroit
#200 Source State: M|

Detroit, Ml 48203

Date/Time Received:  5/20/2016 14:25
Collected by: M. Etlers
The resuits herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. Ali Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Delected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our fower reporting limit {(LRL)
"NAY Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporling Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF _ This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant  Method Stendard  Unis LRL  Level DF DatefTme  Date  DatefTime
‘ - ‘ . - Detected =~ Sampled  Prepped  Analyzed
Inorganic Analytes - Metals
W3 aET e i R 1 shspots 0s%s  smemots

These test results may be used for compliance purpose as required.

[Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in {ull, without the written approvai of National Testing Laboratories, Ltd.
Page 1 of 1 355488 Lead Only Date Printed: 5/27/2016 7:54.:29 AM



General Compliance

Vational Testing
Lab@ratoraes, Ltd Order Number: 2077502
: e Order Date: 05/16/2016 355 483
Q y WM AWM Sample Number: gﬂgmlm BiEn tlgl
1-800-458-3330 Product: Lead Only !
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
47800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:
Lebh Commenta/Special Instructions:
Date Sampled: wé: _/é /é

Time ngﬁ%fﬁlw@wg&gj Pleass Uss Miltary Time, @ . 3.00pm = 15.00
Check Time Zone: [JTEST [1CSTIMST[]1PST

CHent Name:! ( ‘ﬂz%ﬁ A’

P LA
Dhone Mumber: 3\5" %@b" COD#

Fax Mumber:

oWS [D# (if applicable): [l\) / i

Sample 1D or Source: D(‘/ @[’ KC/ o- 'P

Source Type: [] Serng O Well Municipal [ Surface

[ Other:
.—T‘ { N
2L 1) Lt

City & State: m

- (¥ Diftrent than Above)
Sample Collected ﬁ‘}m £‘“ ““““ —
. (Siﬂ@i‘!m)
sample Collected By: Hldﬂ’“‘— Lﬁ“ﬁ‘iﬁ@

Stats Forms:
Lab Sample Information:
Date Recelved: %‘{ $ 0 20’5

Time Recolved:_J " _: 2%

Received By:___ Db __

Sample receipt citeria checked & accepiabls.

Devistions from accepiable sample raceipt crteria noted
on PSA form.

(Please Print)

Form Completed By: Ml L’Zl‘f’{/vg

St‘/gvf‘ ‘ :us 1S [»C’Lqié_é"* 'y:'(j

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




General Compliance

Vational Testing
Labmamﬂes, Lﬁd ‘ Order Number: 2077502
: ; Order Date: 05/16/2016 V
WWWAWM Sample Number: DIAE 322688,
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #

Date Sampled :i!ﬁfiﬂé

Time Sg‘ém?g@@iﬂw(gwimawg Please Use Miltary Tims. e g 3:00pm = 15.00
Check Time Zone: BéST [JcsTmsTPST

Client Name: (\w&gH‘ ) . A

Phone Number: 3\3 — %@(p (907/%

Fax Mumber:
SipEiifa D] IA»

policable):

Lab Comments/Speolal instructions:

Stats Forms:

Sample 1D or Source: D@v@b\y {c {)t’ F

Source Type: [ Spring ] Well Municipal ] Surface

Lab Sample Information:

Date Received: . BAY 210 zms,

Other:
= < Time Received:__| H I L)
City & State: é’)@h’b{\/ N l Recelved By: af
(i Dﬂ'{emnt than Above) ecelv
e mple recsipt critaria chocked & accaptable.
sample Collected ﬁ’g: (i Devigtions from accaptable sample receipt criteria noted
natuse) on PSA form.
T (Please Print)
Form Completed By: H!dw./ Ei f{' rS
Additional Comnjents: g " oy p
Cﬁz"‘}" ] L@:i &L‘}' ’&l‘; &jﬂwi' T O 1») 'b&qw

INCOMPBLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS

o
e,




General Compliance

tional Testing
Lab@ratoraes, Ltd Order Number: 2077502
Order Date: 05/16/2016 5&85
Sample Number. EHE!E mmaiﬁ@
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
: EF ‘
Sold To: TSR
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #
Lab Commenta/Speoial Instrustions:
Date Sampled o~ 5 (b
Time Sampled: é'J % Please Use Miltery Tume, e.g. 3.00pm = 15:00
Check Time Zone EST [_'] csT [j MST[]PST
Client %éa%m%z
Phone Numbear %13 %‘%, (907
Fax Humber:
PWS 1D (if applicable): A,) / A Stato Forme:
4
Sample 1D or Source: - - - DZ"“
wAmE DC/ D " wé/ P Lab Sample Information
Source Type: [] Sprng [ Well Municlpal ] Surface Date Recelved: %&Y 2 0 2015
Other:
= ra Hgy T M - Time Recelved:_J* 2 &
i Siate: : .
ity & Btate r ‘ Recelved By: %S:"

(f Different than Above
).

Sampie Colltecied By!
(Signa(wa)

Sample Collected By: MM
Form Completed By: t “l !‘M

lease Pnnt)

Azl

Suhed X s Schoel

Adggom\(:omma -
h(‘ 0y i A

% samplo receipt criteria checked & acosptable.

Devistions from accaptable sample recaipt criteria notad
on PSA form.

“t’j{as IS

bt

sy clmu)

ol

INCOMPLETE INFORMATION MAY DELAY ANALYSIS

ANDIOR INVALIDATE RESULTS




General Compliance

National Testing
Lahsramﬂes, Ltd Order Number: 2077502
o, Order Date: 05/16/2016 5 486
Qualvty Water AWM Sample Number: ﬁlmm h e 1 A
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

Date Sampled :if&f&
Time %amp%%s:itwéw.jg

Check Time Zone: méa cSTIMmSTIPST

Client Name: Qm(th‘
Phone Number: "51?7—%9(0 - QD?@

Fay Mumber:

Sample iD or Sm;me:mwo {~ LQQ/" D2~ F

Source Type: [] Spring [ Well m/ﬁunidpal {7} Surface

Ploase Use Miitary Time, e g. 3,00pm = 15.00

\

SWS ID¥ (if applicable)

[] Other:
City & State: Q.e, g h .
(tf mffenam than Above)
i’%amg} Collectsd QMME /Q@v VVVVV
(Signature)
Sample Collected By! H\ t E‘:f‘f:ﬁ\/s

(Pleass Print}

M\d«»\ Bl s

Form Complated By:

Lab CommenteiSpeoial instructions:

State Forms:

Lab Sample lnfo

Date Received P Zﬁiﬁ
Time Recelved:_1 1 : 2 &5
Recelved By: o

£ gample receipt criteria checked & acosptabio.

(] Devistions from acceptable sample recaipt criteria noted
on PSA form.

A%Jcﬁw'é SCLM \5\7‘?\,&5 1<,

RN

Additianat Cgmments . . .
ﬁ’ 7,.; 2 L }U_ A (‘" nz 4

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




Vational Testing
Laberamnes, Ltd Order Number:
, % Order Date:

Product:

1-800-458-3330

Sample Pald: No

: EF
Sold To: TSR

G. S. Group

Monica Starks

17800 Woodward Ave
Detroit

Date Sampled g }06 /&

Time Sampled: é %g Please Usa Miltary Time, 8.g. 3 00pm = 1500

Check Time Zone: gér [JcsTjmsT[]PsST

Client Nams: ﬂméw—}’

Ml 48203

Sample Number:

General Compliance

355487 ’
T

2077502
05/16/2016

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:
Chack #:

Phone Number: %[3 8%(0 6707%

PWE D¢ {if applicable]:

Fax Mumber:

Sample 1D or geu@*%@w& ..CF.-— 03 — ?

Lab Comments/Special instructions:

Stato Forms:

Source Type: [] Sering [} Well Municipal [] Surface
[ Other:

»~

Tom

Clty & State:
(tf Dsﬁeéem than Abuva)

Sample Collected ﬁ\;&/\/\/\,&j /éﬁw —

Mihe] s

sample Collected By

- (Please Print)
Form Completed By: MLM %’,{/VS

Additional Commen

t.ab Samploe lnformation:
Date Receive’;m‘f 2 ? 2535

Time Received:_1Y _: 2%
Recelved By: ¢
,dz\simpla racaipt criteria checked & acceptable.

viations from acceptable sample receipt criteria noted
on PSA form.

Qchioe T 3

__g;énm 022 émg\u{ ot &ﬁte Sehoe] & 1S

\m+

e o3

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




ational Testing
Labsratmes, Ltd

Qual&y Water A nalyséy

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To: R

G. S. Group
Monica Starks
17800 Woodward Ave

Detroit Ml 48203

Diate Sampled 2 S Ei_l;b

Time Sampled:, @W g Plegse Use Mittary Time, e.g 3.00pm = 15:00
Check Time Zone: [Q€7T [OcsT[ Jms] pst

Chent Name: Q/Y?)&,L{,‘H’
FPhone Numbern ‘515 - ‘?50{(0 - (\50/5%

Fax pMumbern
¥

Sample 1D or %mme:‘pc ~O\ - ('/Q,_O’Bw F

Source Type: [] Sering [ Well Mmicipal [] Surface
[ Other:

City & State: BQ}WV r .

i
(if Differant/thag Abovs)

WS ID# (I applicable)

Sample Collec

Sample ©

(Please Print)

Form Completed By: MCJ‘—/{ m VC

General Compliance

Order Number:
Order Date:
Sample Number:

355488
1

2077502
05/16/2016

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:

Check #.

Lab Comments/Special instructions:

State Forms:

Lab Sample lnfomm!on

Date Recelved: 2P 2055

Time Recelved:_J* _: 2 5

Recelved By: Bf

(B4 Semple receipt criteria checked & acceptable.

Deviations from acceptable sampile racsipt criteria noted
on PSA form.

Lo

s Sngd o the STl S
Vd

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




